MARK CURB "W" AT LINE LOCATION.

30" (FACE OF CURB)

SIDEWALK

CHRISTY B16 UTILITY BOX WITH B16C LID.

2" PLUG

2" FORD B 41-777 OR APPROVED EQUAL.

2" AWWA TYPE K COPPER SAND BACKFILL REQUIRED

MECH. JOINT CAP TAPPED W/ 2" IRON PIPE THREADS.

24" MIN. RADIUS

CONC. THRUST BLOCKS TO BE Poured SUCH THAT THREADED FITTINGS MAY BE REMOVED WITHOUT OBSTRUCTION.

NOT TO SCALE

ENGINEERING DEPARTMENT

CITY OF MERCED, CA.

BLOWOFF VALVE

DRAWN: KGE
DATE: 7/00
REVISED: 3/17/08

APPROVED BY: David L. Weeks
DATE: 3/17/08
CITY ENGINEER

W-5

SHEET OF