NOTES

CLASS: Meters shall be Class 2 only and shall be furnished complete with an affidavit of compliance with this specification and AWWA C701-78 and certificate of testing for accuracy.

EXTERNAL FASTENERS: Casing bolts, nuts, screws, and washers shall be made of a copper alloy containing not less than 57% copper or 100% stainless steel.

REGISTERS: Registers shall be straight reading, hermetically sealed and shall read in cubic feet (HCF). Registers shall include center sweep test hand with index circle.

STRainers: Meters 3” and larger shall be equipped with strainers.

MAIN CASE CONNECTIONS: For 3” meters, end connections shall be oval flanged conforming to dimensions of AWWA C701-78, Table 3. For 3” and larger meters, end connections shall be round flanged conforming to ANSI 616.1 and the dimensions of C701-78, Table 3.

TEST PLUG: All meters 3” and larger shall be equipped with the optional test plug.

TURBINE METERS ARE RARELY USED IN THE CITY WATER SYSTEM. SPECIFIC WRITTEN APPROVAL IS REQUIRED BEFORE ANY USE ON THE SYSTEM. A DETAILED SUBMITTAL SHALL BE FURNISHED TO THE CITY ENGINEER PRIOR TO PURCHASE, ACCEPTANCE, OR INSTALLATION. WHEN A TURBINE Meter IS DETERMINED BY THE CITY ENGINEER TO BE A SUITABLE SUBSTITUTE FOR THE STANDARD DISPLACEMENT TYPE METER, THE METER SHALL CONFORM TO AWWA C701-78 WITH MODIFICATIONS AS SHOWN.